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Occupied Buildings adjacent to Pipetacks
on Chemical Manufacturing Site
- a proposed method for assessing safe distances

Pipetrack

>

distance calculated using BS8010 for
most hazardous pipeline in group

Building with people
unrelated to the
chemical site — e.g.
-Telephone Call Centre,
-Insurance Co Offices
-private houses

distance calculated
30 second release /
for most hazardous
pipeline in group

using

emergencies

Building with 10 + people
employed for chemical

p| site and inducted / trained
for relevant hazards
fireball — fire, explosion, toxic

- allows for evacuation during
possible fire event which could
lead to domino effect in pipe rack

Building with <10 people
employed for chemical
site and inducted / trained
for relevant hazards

— fire, explosion, toxic
emergencies

jet fire / pool fire

distance calculated using
10-4 risk of leak in

for most hazardous
pipeline in group causing

- allows for history of
leaks, condition of line
and possible flanges
and other leak points
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